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ABSTRACT 

 
 

 

The main objective of paper is three-phase four-wire DVR with 

modified switching band controller topology is proposed, 

which overcomes the frequent band violation, poor 

controllability and heavy filter currents compared to three-

phase four wire DVR with conventional filter topology.   In a 

modified switching band controller DVR, the performance of 

the controller depends on the values of filter components. 

After modified switching controller based Dynamic voltage 

restorer (DVR). The DVR is to mitigate all typical voltage 

related problems at the distribution system load center like 

voltage sag, voltage swell, voltage harmonics and 

interruptions etc. The compensation capability of this 

proposed topology is analyzed based on simulation studies 

and corresponding results are compared with different 

switching control strategies. The consequent merits and 

demerits of switching loss in VSI ripple in compensated load 

voltages and error between reference injected voltages and 

actual injected voltages in different switching control 

strategies are discussed. Total harmonic distortions THDs (%) 

of compensated load voltages, PCC voltages and source 

voltages are also presented.  
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1. INTRODUCTION 

Now a day, power quality is the major concern in power system network. The wide usage of 
modern power electronic equipments, frequent starting and stop of induction dives and 
integration of renewable energy sources etc. causes power quality (PQ) problems[1]-[6]. The well 
known power quality issues are voltage sag/swell, harmonic content in voltage and current and so 
on. To mitigate these PQ issues custom power devices (CPDs) are used [7]-[9].  In distribution grid 
these CPDs can be connected in series or in parallel or combination of both at the point of 
common coupling (PCC). Dynamic voltage restorer (DVR) is one of the series connected type 
CPD.DVR consists of voltage source inverter (VSI) connected between load and PCC through 
coupling transformer and interface filter. Hence the DVR injects  a  set  of controllable three-
phase ac voltages in series and synchronism with the distribution feeder voltages such that the 
load-side voltage is restored to the desired amplitude and waveform even  when  the  source  
voltage  is  unbalanced  or  distorted. In this paper primary aspect is the design of DVR for the 
selection of suitable VSI topology based on the nature of load and network configuration. Three 
phase neutral clamped VSI topology is shown in Fig.1 is used. It consists of six power 
semiconductor switches each with an anti-parallel diode and two identical DC storage capacitors. 
This topology enables the independent control of each leg of the series inverters, but it requires 
capacitor voltage balancing [10]. In [11]-[13], four-leg VSI topology for series active filter has been 
proposed for a three-phase four-wire system. This topology avoids the voltage balancing of the 
capacitor, but the independent control of the inverter legs is not possible. To overcome the 
problems associated with the four-leg topology, this topology is equipped to compensate DC 
components of load also, but due to the presence of DC component in VSI, the two DC capacitors 
are charged to different voltages. The total voltages of DC capacitors are however maintained at a 
constant value using a DC voltage control loop. Hence, with the presence of DC component in 
load, an extra circuitry and appropriate changes in control are required to maintain individual DC 
voltages at constant value. The second aspect is the design of DVR for the selection of suitable 
coupling transformer[8], it can experience saturation during the transient period after a voltage 
sag starts. For preventing this, normally a rating flux that is double of the steady-state limit is 
chosen. An alternative method for preventing the coupling transformer saturation based on 
limiting the flux-linkage during the transient switch-on period is proposed in [14] -[15]. The DVR 
coupling transformer performs two important functions: voltage boost and electrical isolation. 
The third aspect is the design of DVR for the selection of suitable interface inductor (

fL ), DC 

capacitor storage series resistance (
seR ) and the capacitance (

seC ). 

 
2. CONVENTIONALTHREE-PHASE FOUR WIRE DVR TOPOLOGY 
 
Schematic of conventional three phase three leg-four wire DVR topology is shown fig.1 This 

topology consists of voltage source inverter (VSI) connected in series to load at the PCC through 

coupling transformer, interface filter (interface inductor )( seL and capacitor )( seC ). The purpose of 

interfacing filter is to shape inject voltages while tracking the reference injected voltages. Here 

lav ,𝑣𝑙𝑏 ,𝑣𝑙𝑐  represents the instantaneous phase voltages at the PCC, which may be distorted 

because of faults that can exist in the system are single line-to-ground fault, double line-to-

ground, line-to-line fault and three-phase fault. The injected voltages𝑣𝑖𝑛𝑗𝑎 ,   𝑣𝑖𝑛𝑗𝑏 ,   𝑣𝑖𝑛𝑗𝑐  

represents the actual injected voltages obtained using hysteresis current control techniques 

𝑖𝑠𝑎   ,𝑖𝑠𝑏    ,𝑖𝑠𝑐    represents the source currents and 𝑖𝑙𝑎 ,𝑖𝑙𝑏  ,𝑖𝑙𝑐 represents the load currents. The 

capacitance 𝐶𝑑𝑐  is the dc storage capacitor used for maintaining the input voltage of VSI at 
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reference value of𝑉𝑑𝑐𝑟𝑒𝑓 . However, instantaneous voltage across 𝐶𝑑𝑐  is denoted as 𝑣𝑑𝑐  in 

following text. 

 
3. CONTROL SCHEME OF DYNAMIC VOLTAGE RESTORER (DVR) 
 
The generation of reference voltages for dynamic voltage restorer is given as in equation (1) 

 

)()()( 1 abcvabcvabcv sdvr           (1) 
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Where  *

lv abc and ( )sv abc  are desired load voltages and sag/swell effected supply voltages in 

three phases. Then these reference injected voltages are compared with measured actual injected 

voltages and generate the switch commands for VSI by using hysteresis voltage control methods. 

 
Fig.1. Conventional Three-phase three Leg-Four Wire DVR topology 

 

3.1 Switching band control of the DVR 

 

The  reference  voltage  𝑣𝑟𝑒𝑓 for  the DVR  are  calculated  using  a  suitable  reference  calculation 

algorithm.  This  reference  voltage  synthesized  by  a  VSI  is injected  to  the  line  shown  in  

Fig.2.  Appropriate switching pulses   for   the   VSI   are   generated   using   switching   band 

controller.   With   a   hysteresis   band   h   about   the   reference voltage, the lower and upper 

boundaries 𝑣𝑟𝑒𝑓 − ℎand 𝑣𝑟𝑒𝑓 + ℎare defined.  The inverter output voltage is made to track the 

reference within this band. When the DVR voltage 𝑉𝐷𝑉𝑅goes below the lower  boundary,  a  

positive  dc  voltage  is  applied across  the  ac  filter  capacitor  by  turning  ON  S1. If it exceeds   

the   upper   boundary,   negative   voltage   is   applied through S4. The control logic thus given as, 

𝑖𝑓 * '

1 4,S 0, 1dvra refav v h S    (top switch is ON, bottom switch is OFF) 

𝑒𝑙𝑠𝑒𝑖𝑓 * '

1 4, 1, 0dvra refav v h S S    (top switch is OFF, bottom switch is ON)          (3) 
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 𝑒𝑛𝑑 

 
Fig.2. Block diagram of reference injected voltage generation and hysteresis controller 

The switching pulses for the other legs of VSI can also be generated following the same logic and 

using the reference voltages in that particular leg. In the DVR compensator system, the 

transformer inductance 𝐿𝑠𝑒  with filter capacitor 𝐶𝑠𝑒  forms a filter shown in Fig.3 (a). Here 

inductance 𝐿𝑠𝑒  is the sum of the leakage inductance of the injection transformer and series 

interface inductance, 𝑖𝑖𝑛𝑣  is the inverter output current, 𝑖𝑙𝑜𝑎𝑑  is load current and 𝑖𝑐  is the 

capacitor branch current. 𝑣𝑖𝑛𝑣  is inverter output voltage whose polarity will depend upon the 

switching signal obtained by hysteresis controller. The LC combination leads to a second order 

characteristic equation and hence the DVR voltage trajectory is second order response between 

the two boundaries. The parabolic trajectory can be attributing in this nature. Due to these 

oscillations over the capacitor voltage, when it reaches upper or lower boundary, a linear return is 

not ensured even though a reverse dc voltage is applied using control algorithm [9]. This may lead 

to a frequent violation, results in poor quality of load voltages with increased THD as shown in Fig. 

3 (b). Further, the capacitive impedance at switching frequency is lesser, leading to a higher value 

of capacitor current. Since the VSI rating is independent of the filter current, the cost of DVR is 

increased. The above drawbacks of the conventional filter are overcome by the proposed filter 

structure described in the following sub-section. 

 

 
 

 (a)  
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(b) 

 

Fig.3 (a) Conventional DVR filter circuit, 

(b) Conventional DVR filter circuit tracking responseto band controller. 

 

3.2 A modified filter structure for band controller 

 

In order to improve the controller performance, a resistor is added in series with filter capacitor 

as shown in Fig.4 (a).This resistor presented as a switching band resistor (𝑅𝑠𝑒 ). This resistance 

dominates the capacitive reactance at switching frequency, makes the resistive voltage drop 𝑣𝑅𝑠𝑤  

more than the capacitive reactance voltage drop (𝑣𝑐). The filter acts like R-L circuit at this 

frequency, making the current in the resistor linear as shown in Fig.4 (b). Here the voltage across 

the capacitor-resistor pair is called as DVR voltage(𝑣𝑑𝑣𝑟 ), which is injected external to the DVR. 

Because of DVR voltage is linearly varying within the boundary, the band controller works like a 

first order system and the DVR voltage is always within the boundary. Moreover, the presence of 

more impedance contributed by resistance at a higher frequency, switching frequency capacitor 

branch current is limited. Even though this band resistor slightly increases loss, improvement in 

the band controller performance is quite large. 

 

3.3 Selection of Hysteresis Band (HB) 

In this section proposes the selection of the hysteresis band (h) value, in fixed hysteresis band 

controller the h value is 10% of the compensated current, but it has the disadvantages of the 

uncontrollable high switching frequency. This high frequency produces a great stress on the 

power transistor and induces important switching losses. The modified switching hysteresis band 
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Fig.4 (a) Modified DVR filter circuit for band controller 

 

 
Fig.4(b) Modified DVR filter circuit tracking response to band controller. 

 

3.4 Selection of Hysteresis Band (HB) 

In this section proposes the selection of the hysteresis band (h) value, in fixed hysteresis band 

controller the h value is 10% of the compensated current, but it has the disadvantages of the 

uncontrollable high switching frequency. This high frequency produces a great stress on the 

power transistor and induces important switching losses. The modified switching hysteresis band 

Controller method, the selection of h value depends on the system parameters. Hence this h 

value allows operation at the nearly constant switching frequency and reduces stress on the 

power transistor and switching losses. The DVR modified filter band controller system has been 

applying KVL and KCL has given circuit as shown in Fig.4. 

 

 
1dvr

inv L

se

dv
I I

dt C
           (4) 

Where 𝑣𝑑𝑣𝑟 is the inverter-side voltage and to have paid attention to Fig.5 , the relations can be 

obtained. 

 
2

dvr dvr L

dvr inv se se se se se se L

dv dv di
v v L C R C L R i

dt dt dt

 
      

 
     (5) 

From the geometry of Fig.6, the following equations can be written in the hysterersis-band 

curvature with respective switching intervals 
*

12 12 2dvra dvra

ON ON

dv dv
t t HB

dt dt



          (6) 

*

12 12 2dvra dvra

OFF OFF

dv dv
t t HB

dt dt



           (7) 

12 12

1
ON OFF sw

sw

t t T
f

            (8)    

 

Where 𝑡12𝑂𝑁  and 𝑡12𝑂𝐹𝐹  are the respective switching intervals, and 𝑓𝑠𝑤  is the switching 

frequency. 
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22 *

1

2

4 ( )1
1

4

se sedc s dvra

Se Se c Se Sedc

R CV v t dv
HB

R C f R C dtV

  
    
   

      (9) 

Here, 𝑉𝑑𝑐  is the dc-link capacitor voltage, 𝑑𝑣𝑑𝑣𝑟𝑎
∗ 𝑑𝑡  is the slope of the reference voltages signals. 

The hystersis band HB can be modulated at different points of fundamental  frequency to control 

the switching pluses of the inveter. The calculaed hysteresis bandwidth HB is applied to the 

switching operation of hystersis controller. 

 
4. SIMULATION STUDIES 
 
The load voltage regulation with three-phase four-wire DVR topology as shown in Fig. 2 is realized 

by  simulation in MATLAB. The load and DVR system are connected at the PCC. The ac load 

consists of a three-phase unbalanced load and three-phase diode bridge rectifier feeding a highly 

inductive R-L load.The system and DVR parameters are given in table 1.  

 
Table 1 System Parameters for Simulation Studies 

 

System quantities  Values 

System voltages Vm = 200 V peak voltage, 50 Hz 

Feeder impedance Zs = 1+j3.14Ω 

Non linear load Three-Phase bridge rectifier consisting of 

R-L Load (100Ω and 10mH) 

Linear load  Unbalanced load: Zla=50+j31.41Ω, 

Zlb=75+j31.41Ω, Zlc=150+j3.141Ω 

VSI parameters Rse =1Ω, Cse =30 µF and Lse = 5mH   

Coupling transformer 10MVA,200/200,50Hz, R=0.002 pu, X=0.6 

pu 

DC link voltages Vdcref=1100 V, CDC1 =2,200µF and CDC2 

=2,200µF 

Hysteresis band h =± 7 

 

The reference voltages are generated using Eqns 1 to 2, and these reference voltages are 

compared to the actual injected voltages using hysterisis band control. The switching pulses are 

generated through band controller and in this section switching frequency is improved by using 

modified filter structure for band controller.   

 

4.1.1 Considering With fixed h value 
 

In this case it is assumed steady state condition the simulation time is taken as t = 0 s to t = 0.08 s 

with constant nonlinear load and unbalanced load. Voltage sag of a 44% without phase jump was 

considered in all phases of the source voltages. The voltage sag occurs at time t = 0.02 s and is 

cleared at time t = 0.04 s, consequently the load voltages attain nominal voltage. The supply 

voltages and load voltages are plotted in Fig.5 (a).The load voltages have THDs of 4.9% 

respectively. To regulate load voltages with help of DVR system using improved filter structure 

band controller with fixed h = ± 7(considering 10% of compensated current). Initially before 



 ISSN: 2320-0294Impact Factor: 6.765  

84 International Journal of Engineering, Science and Mathematics 

http://www.ijesm.co.in, Email: ijesmj@gmail.com 

 

compensation to generate the accurate reference voltages ( V𝑑𝑣𝑟
∗ ) by using equation (1) are 

plotted Fig. 5(b).  

 

 
(a)       (b) 

 
                                      (c) (d) 

 
(e)                                                                                         (f) 

 

Fig.5 (a) Source voltages (Vsabc),(b) Injected voltages (Vdvrinj), (c) Load voltages (Vlabc), (d) Error 

between reference injected voltages and actual injected voltages (e) active and reactive power 

without compensation and (f) active and reactive power after compensation 

The Instantaneous DVR injected voltages (Vdvrinj) is compared with reference DVR voltages ( V𝑑𝑣𝑟
∗ ) 

with fixed hysteresis band (h=±6.9) value. At this point when the sensed output signal strays from 

the reference by more than a prescribed value, the inverter is worked to diminish the deviation. 

Hence the VSC injected the accurate injected voltages withminimum phase jump angle, and 

compensate load voltages becomes pure sinusoidal is shown Fig. 5(c) with 0.77% total harmonic 

distortions. After compensation active power also compensated during the sag intervals of time is 

shown in Fig. 5(c). The main drawback of the fixed hysteresis voltage Controller is output current 

having small ripples due to constant hysteresis band, switching losses at converter are more and 

error between reference DVR voltages ( V𝑑𝑣𝑟
∗ ) and The Instantaneous DVR injected voltages (Vdvrinj) 

are more is shown Fig. 5(d), now to reduce these drawbacks with help of adaptive Hysteresis 

voltage controller. Finally, the DVR Injects active power during sag interval of time and maintain 

constant active power are shown in Fig 5(e) and 5(f).  
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4.1.2 Considering with Variable Hysteresis Band (HB) 

 

In case 2 applied a 25% of the swell was considered in all phases of the terminal at the time of 

interval 0.02s to 0.04s and applied adaptive hysteresis voltage controller. In adaptive hysteresis 

voltage controller, the HB value can calculate at the nearly constant switching frequency and is 

usually performed by software which uses the system parameters by using equation (9). The 

modified The Instantaneous DVR injected voltages (Vinj) is compared with reference DVR voltages 

( V𝑑𝑣𝑟
∗ ) at instantaneous hysteresis band (HB) with each sample time and constant switching 

frequency (fc) technique.  The modified Instantaneous DVR injected voltages (Vdvrinj) are shown Fig. 

6(b) and hence load voltages become pure sinusoidal without ripples shown in Fig. 6(c) with 

0.27% total harmonic distortions. Finally, by using adaptive hysteresis band voltage controller to 

Error between reference currents ( V𝑑𝑣𝑟
ref )and Instantaneous injected currents (Vinj) are very less 

shown Fig. 6(d) and active power and reactive power compensations are shown in Fig.6(e) and 

6(f) 

 

 
(a) (b) 

 
                                         (c)                 (d) 

 
(e) (f) 
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Figure 6 (a) Source voltages (Vsabc),(b) Injected voltages (Vdvrinj), (c) Load voltages (Vlabc), (d) Error 

between reference injected voltages and actual injected voltages (e) Active and reactive power 

before compensation and (f) Active and reactive power after compensation. 

 

 

4.1.3 Mitigation of Voltage Harmonics at PC 

 

 
 

Fig.7 (a) Source voltages (Vsabc), (b) Reference Injected voltages (Vrefinj), Injected voltages (Vdvrinj), 

and (d) Load voltages (Vlabc) with compensation.  

 

In this case it assumed that the source voltages contains the fifth-order harmonic with a value of 

20% amplitude in the interval 0s to 0.08 

 

 

TABLE 2. THD% OF PCC Voltages 

Load Voltages THD (%) 

 

Without compensation With compensation 

taV  20.01 1.346 

tbV  20.01 1.283 

tcV  20.01 1.178 

 

5.CONCLUSION 

 

A VSI topology for DVR regulating the load voltages under different voltage related problems are 

presented. The modelling of modified filter circuit band controller is discussed for carrying out the 

simulation studies and reduced switching losses and maintains constant switching frequency. 

Variable hysteresis band controller generates accurate injected voltages with help of system 
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parameters and having low error value between reference injected voltages and actual injected 

voltages, smooth and no ripples in voltages. 
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